Energy Planning

Assessment Overview
A team of students & faculty from the IAC at Syracuse University performed an industrial assessment for ESCO Turbine Technologies. The assessment was sponsored by the Department of Energy and was led by Center Director Frederick J. Carranti, P.E., a faculty member in the Department of Mechanical & Aerospace Engineering. The IAC team employed a comprehensive assessment methodology that considered energy, waste, & process-related improvements. The team examined all large energy-consuming equipment & systems for potential savings. They compiled a waste inventory & investigated the potential for waste reduction or improved disposal/recycling methods.

The team also examined manufacturing processes for potential improvements, & emerging technologies were assessed for potential contributions to efficiency improvements.

Summary
Through the Department of Energy’s Industrial Assessment Center (IAC) located at Syracuse University, an industrial gas turbine and aerospace part manufacturer was able to realize significant savings from reductions in energy & productivity costs. Through recommended changes to the compressed air system, motor and belt upgrades, power factor correction, and automatic computer shutdown the company is saving approximately $38,150 annually. Several recommendations are still being considered for implementation.

Applications:
The Syracuse University Industrial Assessment team identified opportunities to decrease energy usage, increase capacity, improve product quality, & enhance employee safety and comfort. The Industrial Assessment Center team accomplished this after conducting a comprehensive assessment of the company’s systems and utility scheme. The team’s goal was to identify significant opportunities for cost savings, quality improvements, & productivity enhancement.

Company Background
ESCO Corporation is headquartered in Portland, Oregon and was founded in 1913. Through its Engineered Products Group, ESCO is a global manufacturer and distributor of technically-rich metal wearparts and components for mining, dredging and construction. ESCO’s Turbine Technologies Group has operations around the world and specializes in aerospace and industrial gas turbine applications. Through its culture of “Quality, Value and Speed,” ESCO is aggressively pursuing energy reduction measures and has formed internal teams to assess and implement these efforts at all ESCO locations. Building a “leaner, stronger company” through waste and cost reduction has long driven ESCO’s business model, but it serves especially well during difficult economic times.
**Overview of Recommendations:**
The table below summarizes specific recommendations that were identified during the assessment and were implemented or will be implemented in the near future. These projections of savings & capital costs identified during the assessment have been established through engineering analyses and research. As a result, seven recommendations were or soon will be implemented by the company and are listed below.

<table>
<thead>
<tr>
<th>Recommendations</th>
<th>Total Annual Savings</th>
<th>Annual Savings</th>
<th>Capital Costs</th>
<th>Other Costs</th>
<th>Simple Payback</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Reduce Compressed Air System Line Pressure</strong></td>
<td>$1,286 None None Immediate</td>
<td>$1,286 None None Immediate</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>Schedule Computer Shutdown at Night</strong></td>
<td>$338 $185 $220 1.2 years</td>
<td>$338 $185 $220 1.2 years</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>Utilize Energy Efficient Exit Signs</strong></td>
<td>$644 $958 $51 1.6 years</td>
<td>$644 $958 $51 1.6 years</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>Install Occupancy Sensors on Vending Machines</strong></td>
<td>$46,066 $73,508 None 1.6 years</td>
<td>$46,066 $73,508 None 1.6 years</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>Recover Exhaust Heat with Enthalpy Wheel</strong></td>
<td>$7,999 None None Immediate</td>
<td>$7,999 None None Immediate</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Points of Interest:**
The company was able to realize significant savings by reducing their compressed air line pressure from about 110 psig to 90 psig. Large savings will also be seen when the company’s IT staff completed implementation of automatic night and weekend computer shutdown. Also, while the company did not install occupancy sensors on their vending machines, they did achieve savings by delamping ten 40 watt fluorescent lamps in the machines.

**Implementation:**
While the majority of recommendations were implemented, the company is still researching upgrading to synthetic lubricants and is looking into a liquid based heat recovery system in lieu of an enthalpy wheel.

**Mindset:**
The company’s energy action team had just been established at the time of the IAC’s assessment. The IAC’s recommendations have given the team a good starting point from which they have already expanded into a large and comprehensive energy reduction plan.

---

**Syracuse University Industrial Assessment Center**
263 Link Hall
Syracuse NY, 13244-1240
Phone: 315 – 443-1523
Fax: 315 – 443 – 9099
http://iac.syr.edu

**Energy Efficiency & Renewable Energy**
US Department of Energy
Washington DC 20585-0121
http://www.eere.energy.gov/

**Industrial Technologies Program**
Energy Efficiency & Renewable Energy
US Department of Energy
http://www1.eere.energy.gov/industry/

**Industrial Assessment Center**
Field Office, Rutgers University
http://iac.rutgers.edu/

**ESCO Turbine Technologies**
901 East Genesee Street
Chittenango, NY 13037
http://www.escocorp.com